
J

J

J

J

J

J

J

J

J

J

J

1

A B

208/120V, 3Ø, 4W
PNL, MDP

SPORTS AND
RECREATION

STOR.

41

GENERAL
STORAGE

39

TELECOM

38

MECH.

40

NOTE 2

PANEL - LP1

FS

TS

FS

TS

75cd

75cd

30cdWP

WP

F

PNL LP1-1

PNL
MP-18,20,22

PNL LP1-3

PNL
MP-28,30

HP-10

M

UTILITY REVENUE METER
LOCATE NEXT TO GAS METER

P-3

EUH-1

P-4

PNL
LP1-40 E102

4

FOR CONN'S TO DACTFIRE ALARM
CONTROL PANEL

HP-12

PNL
MP-24,26CT Cabinet

30A, 2P

60A, 3P

TS

TS

B

FIRE ALARM BELL.
SEE DWG. E501 FOR MORE INFO.

PANEL MP

PNL
LP1-53

PNL
MP-29,31,33

PNL
MP-35,37,39

#10

p

p240V, 3P,
S/N, 600A

1

KITCHEN

47

PANTRY

44

RECYCLING

42

MECH./ELEC.

45

J.C.

43

TELEPHONE & CATV
BACKBOARD

DINING

46

NOTE 5

TS
FS

NOTE 2

30cd

30cd

30cd
15cd

F

PANEL - KP
(2 SECTS)

F

F

WP

WP

PNL KP-11

WP

C

C

PNL KP-15

PNL KP-2

PNL KP-4

PNL KP-9

PNL KP-7F

PNL
KP-13,38

HP-11

WP

PNL
KP-1,3,5

3 #6; #8G IN 1"C

21

13
25

16
11

14

1215

FIRE ALARM
EXTENDER PANEL

22

EUH-4

EUH-5

PNL
KP-25,27

FIRE ALARM GRAPHICS
ANNUNCIATOR
(RECESSED)

P-1

PNL
KP-30,32,34PNL

KP-29,31,33

EF-5SM
PNL KP-35

P2

F
PNL

KP-37,39

EUH-6
30A, 2P

p

T

PNL KP-40

NOTE 10

NOTE 9

PNL KP-41

NOTE 10

NOTE 9

NOTE 9

NOTE 10

NOTE 9

1

2

3

A B C D

E F

LIVING

15

BUNK RM.

1

BUNK RM.

2

BUNK RM.

3

BUNK RM.

6

BUNK RM.

5

BUNK RM.

4

LIVING

15
BUNK RM.

10

BUNK RM.

11
BUNK RM.

12

SUPERVISOR

17

CORR.

16

BUNK RM.

7

BUNK RM.

8

BUNK RM.

9

CORR.

35BOYS' BATH RM.

14

CORR.

13

GIRLS' BATH RM.

25

MECH.

26

LAUNDRY RM.

24

J.C.

23

CONF.

22
DIRECTOR

21

CLOSET

34

FILE RM.

28

CONF.

29

WOMEN

30

KITCHEN

31

CORR.

32

RECEPTION

33
SOCIAL WORKER

20

CORR.

27

NURSE STATION

19

MEN

18

NOTE 3
NOTE 2

FAAP

PRINTER208V, 2P, 30A
"DRYER" REC

WASHERS

NOTE 1
(TYP. FOR ALL BUNK ROOMS)

HP-1
HP-2

HP-4

HP-5

HP-9

HP-7

HP-6

HP-3

#10

NOTE 3

15cd

15cd

30cd

15cd

75cd

15cd

15cd

15cd

15cd

15cd

15cd

15cd

15cd

75cd

15cd

15cd

15cd

15cd

F

15cd

F

PNL LP1-2

PNL LP1-4

PNL LP1-6

PNL LP1-8

PNL LP1-9

PNL
LP1-11

PNL
LP1-12

C
C

PNL
LP1-13

PNL
LP1-14

PNL
LP1-10

C

C PNL
LP1-16

PNL
LP1-17

WP

PNL
LP1-18

PNL
LP1-18

EF-1

PNL
LP1-19,32

EF-3

EF-2

EF-4

PNL
LP1-19

PNL
LP1-21

WP

PNL
LP1-23

PNL
LP1-25

PNL
LP1-27

PNL
LP1-29

PNL
LP1-30

PNL
LP1-32

PNL
LP1-33,34

PNL
LP1-15

PNL
MP-1,3

PNL
MP-2,4,6

PNL
MP-5,7

PNL
MP-8,10

PNL
MP-9,11,13

PNL
MP-12,14,16

PNL
MP-15,17

HP-8

PNL
MP-19,21

TV

72" AFF

PNL
LP1-51

RECESSED

PNL
LP1-44

PNL
MP-23,25,27

#8

MS

MS
C

C

C

MS

2P, 30A

2P, 30A

#10

MS

2P, 30A

2P, 30A

PNL
LP1-36,38

#10

PNL
LP1-37,39

NOTE 7

PNL
LP1-46

PNL
LP1-48

NOTE 8

PNL
LP1-49

PNL
LP1-50

NOTE 8

NOTE 8

NOTE 8

F

EF-6

MS

F

C C C

CEILING MNTD

A/V JUNCTION BOX.
CLG. MTD FOR CONNECTIONS TO
PROJECTOR

HP CONDENSATE PUMP,
120V, 100W. TYP. FOR ALL
HEAT PUMPS.

p p

p p
p

p

p

p
p

T

T

TT

T Doorbell

Door
chime NOTE 12

PNL
LP1-55

PNL
LP1-54

NOTE 9

NOTE 10

NOTE 9
NOTE 10

NOTE 9

NOTE 10

SPLIT CKT

SPLIT CKT

PNL
LP1-55

PNL
LP1-54

SPLIT CKT

SPLIT CKT

NOTE 10

PNL
LP1-55

PNL
LP1-54

SPLIT CKT

SPLIT CKT

1

PNL LP1-5

PNL LP1-7

PNL
LP1-41,43,45

W

8001 Braddock Road
S3E Klingemann, Inc.

Springfield, Virginia 22151
Phone: (703) 978-0100
Fax: (703) 978-6038

Suite 200

S3EK Project #08194.01
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Loudoun
Youth
Shelter

Additions &
Renovations

ELECTRICAL POWER
PLANS

67#'73#(#

�
�����������


E102
�+

�2

 1/8" = 1'-0"E102

1

BUILDING 1 - BASEMENT FLOOR
PLAN POWER

 1/8" = 1'-0"E102

3 BUILDING 2 - FLOOR PLAN POWER

FLOOR PLAN NOTES:
1. ALL RECEPTACLES IN BUNK ROOM SHALL BE PROTECTED BY

ARC-FAULT CIRCUIT BREAKERS @ THE PANEL OF ORIGIN.

2. FURNISH AND INSTALL STANDARD COUNTY APPROVED KNOX BOX.

3. DEDICATED OUTLETS FOR PRINTER, FAXES, ETC.

4. FOR HVAC EQUIPMENT ELECTRICAL DATA REFER TO MECH.
DWG. M201.

5. ALL RECEPTACLES IN THE KITCHEN SHALL BE GFI TYPE
RECEPTACLES.

6.   ALL CATV OUTLETS, WIRING, CONNECTIONS, SHALL BE PART
      OF CONTRACTOR'S SCOPE OF WORK FOR COMPLETE
      FUNCTIONAL SYSTEM.

7. INSTALL DATA AND POWER OUTLETS AT 60" AFF FOR CONNECTIONS TO SOLAR
SYSTEM READOUT PANEL.

8. MOUNT AT 48" AFF FOR HAND DRYER

9. J.B.s FOR CONNECTION TO LOWER MOTORIZED ROLLER SHADES.
DOORDINATE FINAL LOCATIONSWITH ROLLER SHADE INSTALLER.  LOW
VOLTAGE SWITCH WILL BE FURNISHED WITH ROLLER SHADES.

10. J.B.s FOR CONNECTION TO UPPER MOTORIZED ROLLER SHADES. DOORDINATE
FINAL LOCATIONSWITH ROLLER SHADE INSTALLER.  LOW VOLTAGE SWITCH
WILL BE FURNISHED WITH ROLLER SHADES.

 1/8" = 1'-0"E102

2

BUILDING 1 - LEVEL 1 FLOOR PLAN
POWER

 1/4" = 1'-0"E102

4

TELECOMM ROOM PARTIAL PLAN -
BASEMENT FLOOR PLAN POWER

TELECOMM ROOM KEYED NOTES

3/4" FIRE RATED PLYWOOD.

2-4" TELEPHONE & 1-4" CATV SERVICE ENTRANCE CONDUITS. CONT. ON DWG. E002.

2-4" RISER CONDUITS INTO ACCESSIBLE CEILING ON LEVEL 1 FLOOR. FOR TELECOM
CABLES.  TERMINATE AT CABLE TRAY.

GROUNDING BUSBAR.

7'x 19" EQUIPMENT RACK (BY OTHERS).

DOUBLE SIDED VERTICAL MANAGEMENT (BY OTHERS).

 12" (W) LADDER TYPE CABLE TRAY (BY OTHERS).

ACCESS SECURITY CONTROL PANEL (BY OTHERS).

PENDANT MOUNTED DEDICATED RECEPTACLE. TERMINATE BEHIND THE RACK TO FEED
EACH RACK.

2-3" C. INTO ACCESS CEILING ON LEVEL 1 FLOOR FOR SECURITY SYSTEM CABLES.

COORDINATE LOCATIONS OF ALL EQUIPMENT, CONDUITS, CABLE TRAYS, DEVICES WITH
TELECOMM. & SECURITY CONTRACTORS PRIOR TO ROUGH-INS.

PROVIDE WIRING BETWEEN CHIME AND DOORBELL.

1

2

3

4

5

6

7

8

9

10

11

7

8

1 TYP.

10 3
2

4

CONDUITS TO BLDG. 2.
SEE DWG. E-002.

6
TYP.9

BLDG 1  KEYED NOTES

INSTALL 2-3" EC WITH PULL WIRE TO CT CABINET LOCATION AND 2-3" EC TO ROOF
AREA FOR FUTURE SOLAR SYSTEM.  COORDINATE FINAL LOCATIONS WITH THE
OWNER PRIOR TO ROUGH-INS.

1

1

12

5

No. Description Date
1 ADDENDUM #1 05/12/2010


